
 

REQUEST FOR QUALIFICATIONS 
Teton County, Idaho will accept Statements of Qualifications, identified on the envelope, for the supply of: 
 

CONSTRUCTION MANAGER 
 
The County of Teton in the State of Idaho ("County") is soliciting responses to a Request for Qualifications (RFQ). 
This response, or Statements of Qualifications (SOQ), will be in connection with performing construction 
management services for Teton County with respect to the new construction of a 10,500 square foot law 
enforcement building. 
 
The Bid Requirements will be available July 26th, at the Teton County Recorder’s Office at 150 Courthouse Drive, 
Driggs, Idaho, 208-354-0245.  The deadline for submitting the responses (SOQ) is Friday, August 10, 2012 at 
10:00am local time. 
  
The Contractor shall comply with all fair labor practices and must meet the requirements of State statutes. 
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3 SIDES OF BUILDING IS SURROUNDED BY PUBLIC WAY AND
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200 FT.

B  LESS THAN 49 OCCUPANTS OR 4900 SF
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(BUILDING MAX. IS APPROX. 30 FT.)300 FT.

CODE ANALYSIS APPLICABLE CODE:  2009 IBC

CODE REVIEW

MEZZANINE LEVEL MECH. =  160 SF  B  OCCUPANCY

506.2

WINDOW OPENINGS 15' <= X < 20' WHERE X = 19'
25% OF EXTERIOR WALL  NON SPRINGKLERED, NON
PROTECTED OPENINGS

705.8

EGRESSEGRESSEGRESSEGRESS

1008 DOORS

34" MIN. 36" FOR ANY ON EGRESS ROUTE
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ELEV.= ±117'-6"
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FIN. FLR.

ELEV.= 100'-0"

T.O. BRICK

ELEV.= 112'-0"

T.O. PARAPET

ELEV.= ±117'-6"

PREFIN. MTL. FASCIA -

COLOR #2

RENASSAINCE MASONRY
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METAL WALL PANELS

ALUM WDW FRAMES-

COLOR #1
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& TRANSFORMER
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A7.1

BUILDING SECTION
1/4" = 1'-0"

FIN. FLR.
ELEV.= 100'-0"

T.O. TRIM
ELEV.= 112'-0"

T.O. PARAPET
ELEV.= 117'-6"

T.O. ROOF = 127'-4 1/2"

T.O. ROOF = 122'-9 1/2"

T.O. PARAPET EL. = 117'-6"

T.O. TRIM EL. = 112'-0"

B.O. CLG.= 110'-0"

VESTIBULE SHERIFFDRIVERS LICENSE ADMIN. ASST.

4" CONC. SLAB PER STRUCT.
OVER 4" COMP. GRAVEL FILL

CONC. FNDN. WALL PER STRUCT.

ALUM. WDW SYS. PER SPEC.

ROOF JOIST PER STRUCT.

60 MIL EPDM MEMBRANE
SET IN BONDING ADHESIVE

1 1/2" x 9 1/4"
VERSA LAM LVL
16" O.C.

2' x 2'
TEGULAR ACT

1/
A
6
.4

2
/
A
6
.3

1/
A
6
.4

2
/
A
6
.3

63 421 5

6
"

4
"

2

A7.1

BUILDING SECTION
1/4" = 1'-0"

REINF. CONC. FTG - SEE
STRUCT. FOR SIZE AND REINF.

FIN. FLR. EL.= 100'-0"

FINISH GRADE
4" CONC. SLAB PER STRUCT.
OVER 4" COMP. GRAVEL FILL

(2) 2x4 WOOD STUDS @ 16"
O.C. w/ 4" BLOWN IN
CELLULOSE INSULATION, V.B.
3" FOAM INSULATION AND
5/8" GYP. BD. AT INTERIOR

RENASSAINCE MASONRY
UNIT

B.O. CLG.= 110'-0"

ROOF JOIST PER STRUCT.

60 MIL EPDM MEMBRANE
SET IN BONDING ADHESIVE

R-30 BLOWN-IN INSUL OVER
R-19 BATT INSUL. - TYPICAL

5/8" GYP. BD. OVER V.B.

T.O. BRG. EL. = 113'-7"

CLAD WD. WDW SYS. PER
SPEC.

PREFIN. METAL FASCIA

T.O. PARAPET EL. = 117'-6"

LVL OUTLOOKER PER STRUCT.

B.O. CLG.= 112'-0"

T.O. ROOF = 127'-4 1/2"

T.O. WDW = 124'-4"

T.O. SILL = 119'-0"

CLAD WD. WDW SYS. PER SPEC.

R-30 BLOWN-IN INSUL - TYP.

PREFIN. METAL FASCIA

EDGE OF ROOF = 120' - 6 3/8"

T.O. TRIM
ELEV.= 112'-0"

FIN. FLR.
ELEV.= 100'-0"

T.O. PARAPET
ELEV.= 117'-6"

B.O. CLG.= 110'-0"

HALL

1 x 6 T & G SOFFIT

2x8 16" O.C

3/4" ROOF
DECKING

1 x 6 T&G ON
1 x 2 FURRING STRIPS
24" O.C

3 1/8" x 9" GLB

2' x 2'
TEGULAR ACT

1/
A
6
.4

2
/
A
6
.3

1/
A
6
.4

2
/
A
6
.3

CONC. FNDN. WALL PER STRUCT.

CRICKET SLOPE
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A7.2

BUILDING SECTION
1/4" = 1'-0"

T.O. ROOF= VARIES

WAITING

CONC. FNDN. WALL PER STRUCT.

HALL

C D

5'-10" 6'-6"

HALL

MECH. ROOM

VESTIBULE

T.O. SILL= 117'-10"

B.O. CLG.= 112'-0"

FIN. FLR.= 113'-1"

D C

4
'-
4
"

6'-5 5/8" 5'-10"

B.O. CLG.= 112'-0"

FIN. FLR.= 113'-1"

T.O. SILL= 117'-10"

B.O. LINTEL= 121'-8"

T.O. ROOF= 115'-9"

T.O. ROOF= VARIES

VESTIBULE

MECH. ROOM

2

A7.2

BUILDING SECTION
1/4" = 1'-0"

CONC. FNDN. WALL PER STRUCT.

D E

5'-10" 6'-6"

M

T.O. ROOF= VARIES

T.O. ROOF= VARIES

T.O. SILL= 119'-0"
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1/2" 1/2" 1/2" 1/2"8
"

8
"

6'-0"

2" TYP.

NOTE:

NOTE:

PROVIDE HOLD DOWN CLIPS
AT BOTH ENDS OF EA.
TRUSS PER STRUCT.

REINF. CONC. FTG - SEE
STRUCT. FOR SIZE AND REINF.

WALL SECTION
3/4"  =  1'-0"

FIN. FLR. EL.= 100'-0"

FINISH GRADE

HEADER PER STRUCT.

2

A8.1

BASE PER SCHED.

4" CONC. SLAB PER STRUCT.
OVER 4" COMP. GRAVEL FILL

2" RIGID INSUL BD.

AIR/FINGER SPACE

PROVIDE MORTAR SCREEN
AND WEEP HOLES AT 32" O.C.
TYP. AT BOT. OF MASONRY

NOTE:

PROVIDE SEISMIC/SHEAR NAILING
AS REQ'D FOR ALL WALL END
ROOF SHEATHING PER STRUCT.

PREFIN. STL. MTL. FLASHING

1/2" EXT. SHEATHING PER SPEC.

RENASSAINCE MASONRY UNIT

M
IN
.

CONC. FNDN. WALL PER STRUCT.

2
A8.4

3
A9.3

INDICATES REINF.
PER STRUCT.

B.O. SILL = 103'-0"

B.O. LINTEL= 108'-0"

T.O. TRIM = 112'-0"

60 MIL EPDM MEMBRANE
SET IN BONDING ADHESIVE

DECKING PER STRUCT.

5/8" GYP. BD. OVER V.B.

NAILER AS REQUIRED

CLAD WD. WDW SYS. PER SPEC.

NOTE:

NOTE:

PROVIDE HOLD DOWN CLIPS
AT BOTH ENDS OF EA.
TRUSS PER STRUCT.

REINF. CONC. FTG - SEE
STRUCT. FOR SIZE AND REINF.

WALL SECTION
3/4"  =  1'-0"

FIN. FLR. EL.= 100'-0"

FINISH GRADE

HEADER PER STRUCT.

4

A8.1

BASE PER SCHED.

TREATED 2x8 WOOD SILL PLATE w/
SILL SEALER AND  A.B.'S PER STRUCT.

4" CONC. SLAB PER STRUCT.
OVER 4" COMP. GRAVEL FILL

2" RIGID INSUL BD.

8" REINF. CONC. WALL, 2x4 WOOD
STUDS @ 16" O.C. w/ 3" FOAM
INSULATION, V.B. AND 5/8" GYP. BD.
AT INTERIOR

AIR/FINGER SPACE

PROVIDE MORTAR SCREEN
AND WEEP HOLES AT 32" O.C.
TYP. AT BOT. OF MASONRY

NOTE:

PROVIDE SEISMIC/SHEAR NAILING
AS REQ'D FOR ALL WALL END
ROOF SHEATHING PER STRUCT.

PREFIN. STL. MTL. FLASHING

RENASSAINCE MASONRY UNIT

M
IN
.

CONC. FNDN. WALL PER STRUCT.

2
A8.4

?
A8.4

INDICATES REINF.
PER STRUCT.

B.O. SILL = 103'-0"

B.O. LINTEL= 108'-0"

60 MIL EPDM MEMBRANE
SET IN BONDING ADHESIVE

DECKING PER STRUCT.

5/8" GYP. BD. OVER V.B.

NAILER AS REQUIRED

CLAD WD. WDW SYS. PER SPEC.

NOTE:

NOTE:

PROVIDE HOLD DOWN CLIPS
AT BOTH ENDS OF EA.
TRUSS PER STRUCT.

REINF. CONC. FTG - SEE
STRUCT. FOR SIZE AND REINF.

WALL SECTION
3/4"  =  1'-0"

FIN. FLR. EL.= 100'-0"

FINISH GRADE

1

A8.1

BASE PER SCHED.

TREATED 2x8 WOOD SILL PLATE
w/ SILL SEALER AND A.B.'S PER
STRUCT.

4" CONC. SLAB PER STRUCT.
OVER 4" COMP. GRAVEL FILL

2" RIGID INSUL BD.

(2) 2x4 WOOD STUDS @ 16" O.C.
w/ 4" BLOWN IN CELLULOSE
INSULATION, V.B. 3" FOAM INSULATION
AND 5/8" GYP. BD. AT INTERIOR

AIR/FINGER SPACE

1" RIGID INSULATION

PROVIDE MORTAR SCREEN
AND WEEP HOLES AT 32" O.C.
TYP. AT BOT. OF MASONRY

NOTE:

PROVIDE SEISMIC/SHEAR NAILING
AS REQ'D FOR ALL WALL END
ROOF SHEATHING PER STRUCT.

1/2" EXT. SHEATHING PER SPEC.

RENASSAINCE MASONRY UNIT

M
IN
.

CONC. FNDN. WALL PER STRUCT.

INDICATES REINF.
PER STRUCT.

T.O. TRIM = 104'-4"

T.O. TRIM = 112'-0"

T.O. PARAPET EL. = ±117'-6"

60 MIL EPDM MEMBRANE
SET IN BONDING ADHESIVE

DECKING PER STRUCT.

5/8" GYP. BD. OVER V.B.

NAILER AS REQUIRED

BRG. EL. = VARIES

NOTE:

NOTE:

PROVIDE HOLD DOWN CLIPS
AT BOTH ENDS OF EA.
TRUSS PER STRUCT.

REINF. CONC. FTG - SEE
STRUCT. FOR SIZE AND REINF.

WALL SECTION
3/4"  =  1'-0"

FIN. FLR. EL.= 100'-0"

FINISH GRADE

3

A8.1

BASE PER SCHED.

TREATED 2x8 WOOD SILL PLATE w/
SILL SEALER AND  A.B.'S PER STRUCT.

4" CONC. SLAB PER STRUCT.
OVER 4" COMP. GRAVEL FILL

2" RIGID INSUL BD.

(2) 2x4 WOOD STUDS @ 16" O.C. w/ 4"
BLOWN IN CELLULOSE INSULATION, V.B.
3" FOAM INSULATION AND 5/8" GYP. BD.
AT INTERIOR

AIR/FINGER SPACE

PROVIDE MORTAR SCREEN
AND WEEP HOLES AT 32" O.C.
TYP. AT BOT. OF MASONRY

NOTE:

PROVIDE SEISMIC/SHEAR NAILING
AS REQ'D FOR ALL WALL END
ROOF SHEATHING PER STRUCT.

PREFIN. STL. MTL. FLASHING

1/2" EXT. SHEATHING PER SPEC.

RENASSAINCE MASONRY UNIT

M
IN
.

CONC. FNDN. WALL PER STRUCT.

?
A8.4

INDICATES REINF.
PER STRUCT.

B.O. SILL = 103'-0"

60 MIL EPDM MEMBRANE
SET IN BONDING ADHESIVE

DECKING PER STRUCT.

R-30 BLOWN-IN INSUL OVER
R-19 BATT INSUL. - TYPICAL

5/8" GYP. BD. OVER V.B.

NAILER AS REQUIRED

CLAD WD. WDW SYS. PER SPEC.

PREFIN. METAL FASCIA

TREATED 2x8 WOOD SILL PLATE
w/ SILL SEALER AND A.B.'S PER
STRUCT.

(2) 2x4 WOOD STUDS @ 16" O.C.
w/ 4" BLOWN IN CELLULOSE
INSULATION, V.B. 3" FOAM INSULATION
AND 5/8" GYP. BD. AT INTERIOR

LVL OUTLOOKER PER STRUCT.

3/4" OSB STIFFENER -
BOTH ENDS

R-30 BLOWN-IN INSUL OVER
R-19 BATT INSUL. - TYPICAL

3/4" OSB STIFFENER -
BOTH ENDS

R-30 BLOWN-IN INSUL OVER
R-19 BATT INSUL. - TYPICAL

3/4" OSB STIFFENER -
BOTH ENDS

ROOF JOIST PER STRUCT.

R-30 BLOWN-IN INSUL OVER
R-19 BATT INSUL. - TYPICAL

3/4" OSB STIFFENER -
BOTH ENDS

SEE STRUCTURAL

TJI BLOCKING PER STRUCT.

ROOF JOIST PER STRUCT.
ROOF JOIST PER STRUCT.

ROOF JOIST PER STRUCT.

BRG. EL. = VARIES
SEE STRUCTURAL

BRG. EL. = VARIES
SEE STRUCTURAL

BRG. EL. = VARIES
SEE STRUCTURAL

1" RIGID INSULATION 1" RIGID INSULATION 1" RIGID INSULATION

T.O. PARAPET EL. = ±117'-6"

TJI BLOCKING PER STRUCT. TJI BLOCKING PER STRUCT.

T.O. TRIM = 112'-0" T.O. TRIM = 112'-0"

T.O. PARAPET EL. = ±117'-6" T.O. PARAPET EL. = ±117'-6"

B.O. CLG.= 112'-0"

PREFIN. METAL CAP
FLASHING

PREFIN. METAL CAP
FLASHING

PREFIN. METAL CAP
FLASHING

HEADER PER STRUCT.

5/8" GYP - TAPE & SEALED
@ UNDERSIDE OF JOIST - TYP.

5/8" GYP - TAPE & SEALED
@ UNDERSIDE OF JOIST - TYP.

5/8" GYP - TAPE & SEALED
@ UNDERSIDE OF JOIST - TYP.

T.O. LINTEL= 108'-4"

T.O. SILL = 104'-4"

T.O. SILL = 103'-4"

1X6 T&G SOFFIT

TJI BLOCKING PER STRUCT.

B.O. TRIM = 111'-8"

PRESSURE TREATED SILL PLATE
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5

3
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4
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1/2"8
"

NOTE:

NOTE:

PROVIDE HOLD DOWN CLIPS
AT BOTH ENDS OF EA.
TRUSS PER STRUCT.

REINF. CONC. FTG - SEE
STRUCT. FOR SIZE AND REINF.

WALL SECTION
3/4"  =  1'-0"

FIN. FLR. EL.= 100'-0"

FINISH GRADE

5

A8.2

BASE PER SCHED.

TREATED 2x8 WOOD SILL PLATE w/
SILL SEALER AND  A.B.'S PER STRUCT.

4" CONC. SLAB PER STRUCT.
OVER 4" COMP. GRAVEL FILL

2" RIGID INSUL BD.

8" REINF. CONC. WALL, 2x4 WOOD
STUDS @ 16" O.C. w/ 3" FOAM
INSULATION, V.B. AND 5/8" GYP. BD.
AT INTERIOR

AIR/FINGER SPACE

PROVIDE MORTAR SCREEN
AND WEEP HOLES AT 32" O.C.
TYP. AT BOT. OF MASONRY

NOTE:

PROVIDE SEISMIC/SHEAR NAILING
AS REQ'D FOR ALL WALL END
ROOF SHEATHING PER STRUCT.

RENASSAINCE MASONRY UNIT

M
IN
.

CONC. FNDN. WALL PER STRUCT.

?
A8.4

INDICATES REINF.
PER STRUCT.

T.O. SILL = 104'-4"

60 MIL EPDM MEMBRANE
SET IN BONDING ADHESIVE

DECKING PER STRUCT.

5/8" GYP. BD. OVER V.B.

NAILER AS REQUIRED

R-30 BLOWN-IN INSUL OVER
R-19 BATT INSUL. - TYPICAL

3/4" OSB STIFFENER -
BOTH ENDS

ROOF JOIST PER STRUCT.

BRG. EL. = VARIES
SEE STRUCTURAL

1" RIGID INSULATION

TJI BLOCKING PER STRUCT.

T.O. TRIM = 112'-0"

T.O. PARAPET EL. = ±117'-6"

PREFIN. METAL CAP
FLASHING

5/8" GYP - TAPE & SEALED
@ UNDERSIDE OF JOIST - TYP.

PRESSURE TREATED SILL PLATE

T.O. FNDN = 103'-0"

2 2D

1'-0"

T.O. TRIM = 112'-0"

5/8" GYP. BD. CEILING

B.O. CLG.= 112'-0"

T.O. FLOOR = 113'-1"

FLOOR JOIST PER STRUCT.

3/4" PLYWD DECKING
PER STRUCT.

B.O. LINTEL= 125'-0"

T.O. TRIM = 112'-0"

60 MIL EPDM MEMBRANE
SET IN BONDING ADHESIVE

DECKING PER STRUCT.

5/8" GYP. BD. OVER V.B.

NAILER AS REQUIRED

R-30 BLOWN-IN INSUL OVER
R-19 BATT INSUL. - TYPICAL

ROOF JOIST PER STRUCT.

BRG. EL. = VARIES
SEE STRUCTURAL

T.O. PARAPET EL. = ±117'-6"

HEADER PER STRUCT.

T.O. SILL= 119'-0"

PREFIN. METAL FASCIAPREFIN. METAL FASCIA

METAL WALL PANELS

2X6 WOOD STUDS
@ 16" O.C. w/ 2" BLOWN
IN CELLULOSE INSULATION,
V.B. 3" FOAM INSULATION
AND 5/8" GYP. BD. AT
INTERIOR

1/2" EXT. SHEATHING
PER SPEC.

METAL WALL PANELS

(2) 2x6 WOOD STUDS @ 16" O.C.
w/ 2" BLOWN IN CELLULOSE
INSULATION, V.B. 3" FOAM INSULATION
AND 5/8" GYP. BD. AT INTERIOR

1/2" EXT. SHEATHING PER SPEC.

HEADER PER STRUCT.

PREFIN. STL. MTL. FLASHING

T.O. TRIM = 112'-0" B.O. CLG.= 112'-0"

T.O. FLOOR = 113'-1"

FLOOR JOIST PER STRUCT.

3/4" PLYWD DECKING
PER STRUCT.

T.O. ROOF
EL. = VARIES

METAL WALL PANELS

2x6 WOOD STUDS @ 16" O.C.
w/ 2" BLOWN IN CELLULOSE
INSULATION, V.B. 3" FOAM INSULATION
AND 5/8" GYP. BD. AT INTERIOR

1/2" EXT. SHEATHING PER SPEC.

5/8" GYP. BD.

HEADER PER STRUCT.

PREFIN. METAL FASCIA

PREFIN. EXHAUST LOUVER w/
BUG SCREEN

HEADER PER STRUCT.

T.O. SILL= 117'-10"

B.O. LINTEL= 121'-8"

GLU. LAM. BEAM PER
STRUCT.

3 1/8"x9" GLU. LAM. BEAM
PER STRUCT.

GLU. LAM. BEAM PER
STRUCT.

VESTIBULEVESTIBULEVESTIBULEVESTIBULE

SS BREAK METAL

ALUM. WDW SYS. PER SPEC.

T.O. ROOF = 127'-4 1/2"

T&G SOFFIT ON 1X2 FURRING STRIPS @ 24" O.C.

T&G SOFFIT ON 1X2 FURRING
STRIPS @ 24" O.C.

B.O. SOFFIT = 111'-8"

S.S. BREAK MTL.

T&G SOFFIT

BEYOND

T.O. ROOF = 127'-4 1/2"

1
A8.4

1/2"

3
 5
/
8
"

8
"

4
'-
4
"

4
'-
4
"

8
"

4
'-
4
"

REINF. CONC. FTG - SEE
STRUCT. FOR SIZE AND REINF.

WALL SECTION
3/4"  =  1'-0"

FIN. FLR. EL.= 100'-0"

FINISH GRADE

6

A8.2

BASE PER SCHED.

TREATED 2x8 WOOD SILL PLATE
w/ SILL SEALER AND A.B.'S PER
STRUCT.

4" CONC. SLAB PER STRUCT.
OVER 4" COMP. GRAVEL FILL

2" RIGID INSUL BD.

(2) 2x4 WOOD STUDS @ 16" O.C.
w/ 4" BLOWN IN CELLULOSE
INSULATION, V.B. 3" FOAM INSULATION
AND 5/8" GYP. BD. AT INTERIOR

AIR/FINGER SPACE

1" RIGID INSULATION

PROVIDE MORTAR SCREEN
AND WEEP HOLES AT 32" O.C.
TYP. AT BOT. OF MASONRY

NOTE:

1/2" EXT. SHEATHING PER SPEC.

RENASSAINCE MASONRY UNIT

M
IN
.

CONC. FNDN. WALL PER STRUCT.

INDICATES REINF.
PER STRUCT.

T.O. TRIM = 104'-4"

REINF. CONC. FTG - SEE
STRUCT. FOR SIZE AND REINF.

WALL SECTION
3/4"  =  1'-0"

FIN. FLR. EL.= 100'-0"

FINISH GRADE

8

A8.2

4" CONC. SLAB PER STRUCT.
OVER 4" COMP. GRAVEL FILL

2" RIGID INSUL BD.

ROOF SHEATHING PER STRUCT.

M
IN
.

CONC. FNDN. WALL PER STRUCT.

INDICATES REINF.
PER STRUCT.

1" RIGID INSULATION

ALUM. WDW SYS. PER SPEC.

REINF. CONC. FTG - SEE
STRUCT. FOR SIZE AND REINF.

WALL SECTION
3/4"  =  1'-0"

7

A8.2

M
IN
.

CONC. FNDN. WALL PER STRUCT.

INDICATES REINF.
PER STRUCT.

4" CONC. SLAB PER STRUCT.
OVER 4" COMP. GRAVEL FILL

2" RIGID INSUL BD.

ROOF SHEATHING PER STRUCT.

1" RIGID INSULATION

FIN. FLR. EL.= 100'-0"

FINISH GRADE

ALUM. WDW SYS. PER SPEC.

VESTIBULEVESTIBULEVESTIBULEVESTIBULE
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4 5

D

4
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1/2"
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8
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4
'-
4
"

4
'-
4
"

1/2"

3
 5
/
8
"

2" TYP.

2" TYP.

2" TYP.

2" TYP.

10'-4 1/2"

NOTE:

NOTE:

PROVIDE HOLD DOWN CLIPS
AT BOTH ENDS OF EA.
TRUSS PER STRUCT.

REINF. CONC. FTG - SEE
STRUCT. FOR SIZE AND REINF.

WALL SECTION
3/4"  =  1'-0"

FIN. FLR. EL.= 100'-0"

FINISH GRADE

10

A8.3

4" CONC. SLAB PER STRUCT.
OVER 4" COMP. GRAVEL FILL

2" RIGID INSUL BD.

PROVIDE SEISMIC/SHEAR NAILING
AS REQ'D FOR ALL WALL END
ROOF SHEATHING PER STRUCT.

M
IN
.

CONC. FNDN. WALL PER STRUCT.

INDICATES REINF.
PER STRUCT.

1" RIGID INSULATION

B.O. LINTEL= 125'-0"

T.O. TRIM = 106'-0"

HEADER PER STRUCT.

PREFIN. METAL FASCIA

T.O. ROOF = 122'-9"

NOTE:

NOTE:

PROVIDE HOLD DOWN CLIPS
AT BOTH ENDS OF EA.
TRUSS PER STRUCT.

REINF. CONC. FTG - SEE
STRUCT. FOR SIZE AND REINF.

WALL SECTION
3/4"  =  1'-0"

FIN. FLR. EL.= 100'-0"

FINISH GRADE

11

A8.3

BASE PER SCHED.

TREATED 2x6 WOOD SILL PLATE
w/ SILL SEALER AND A.B.'S PER
STRUCT.

4" CONC. SLAB PER STRUCT.
OVER 4" COMP. GRAVEL FILL

2" RIGID INSUL BD.

2x6 WOOD STUDS @ 16" O.C.
w/ 5" BLOWN IN CELLULOSE
INSULATION, V.B. AND 5/8"
GYP. BD. AT INTERIOR

AIR/FINGER SPACE

1" RIGID INSULATION

PROVIDE MORTAR SCREEN
AND WEEP HOLES AT 32" O.C.
TYP. AT BOT. OF MASONRY

NOTE:

PROVIDE SEISMIC/SHEAR NAILING
AS REQ'D FOR ALL WALL END
ROOF SHEATHING PER STRUCT.

1/2" EXT. SHEATHING PER SPEC.

RENASSAINCE MASONRY UNIT

M
IN
.

CONC. FNDN. WALL PER STRUCT.

INDICATES REINF.
PER STRUCT.

T.O. TRIM = 104'-4"

T.O. TRIM = 112'-0"

T.O. PARAPET EL. = ±117'-6"

60 MIL EPDM MEMBRANE
SET IN BONDING ADHESIVE

DECKING PER STRUCT.

5/8" GYP. BD. OVER V.B.

NAILER AS REQUIRED

BRG. EL. = VARIES

ROOF JOIST PER STRUCT.

R-30 BLOWN-IN INSUL OVER
R-19 BATT INSUL. - TYPICAL

3/4" OSB STIFFENER -
BOTH ENDS

SEE STRUCTURAL

TJI BLOCKING PER STRUCT.

PREFIN. METAL CAP
FLASHING

NOTE:

NOTE:

PROVIDE HOLD DOWN CLIPS
AT BOTH ENDS OF EA.
TRUSS PER STRUCT.

REINF. CONC. FTG - SEE
STRUCT. FOR SIZE AND REINF.

WALL SECTION
3/4"  =  1'-0"

FIN. FLR. EL.= 100'-0"

12

A8.3

4" CONC. SLAB PER STRUCT.
OVER 4" COMP. GRAVEL FILL

2" RIGID INSUL BD.

1" RIGID INSULATION

PROVIDE SEISMIC/SHEAR NAILING
AS REQ'D FOR ALL WALL END
ROOF SHEATHING PER STRUCT.

M
IN
.

CONC. FNDN. WALL PER STRUCT.

INDICATES REINF.
PER STRUCT.

T.O. TRIM = 112'-0"

T.O. PARAPET EL. = ±117'-6" 60 MIL EPDM MEMBRANE
SET IN BONDING ADHESIVE

DECKING PER STRUCT.

BRG. EL. = VARIES

ROOF JOIST PER STRUCT.

R-30 BLOWN-IN INSUL OVER
R-19 BATT INSUL. - TYPICAL

3/4" OSB STIFFENER -
BOTH ENDS

SEE STRUCTURAL

TJI BLOCKING
PER STRUCT.

PREFIN. METAL CAP
FLASHING

FINISH GRADE

SALLYPORTSALLYPORTSALLYPORTSALLYPORTSALLYPORTSALLYPORTSALLYPORTSALLYPORTVESTIBULEVESTIBULEVESTIBULEVESTIBULE

OH DOOR TRACK AS OCCURS

OH DOOR 12'x10'

6" DIA. CONC. FILLED
STEEL PIPE BOLLARD-
PAINT

HEADER PER STRUCT.

REINF. CONC. FTG - SEE
STRUCT. FOR SIZE AND REINF.

WALL SECTION
3/4"  =  1'-0"

9

A8.3

CONC. FNDN. WALL PER STRUCT.

INDICATES REINF.
PER STRUCT.

BASE PER SCHED.

TREATED 2x8 WOOD SILL PLATE
w/ SILL SEALER AND A.B.'S PER
STRUCT.

4" CONC. SLAB PER STRUCT.
OVER 4" COMP. GRAVEL FILL

2" RIGID INSUL BD.

(2) 2x4 WOOD STUDS @ 16" O.C.
w/ 4" BLOWN IN CELLULOSE
INSULATION, V.B. 3" FOAM INSULATION
AND 5/8" GYP. BD. AT INTERIOR

AIR/FINGER SPACE

1" RIGID INSULATION

1/2" EXT. SHEATHING PER SPEC.

RENASSAINCE MASONRY UNIT

NOTE:

NOTE:

PROVIDE HOLD DOWN CLIPS
AT BOTH ENDS OF EA.
TRUSS PER STRUCT.

PROVIDE MORTAR SCREEN
AND WEEP HOLES AT 32" O.C.
TYP. AT BOT. OF MASONRY

NOTE:

PROVIDE SEISMIC/SHEAR NAILING
AS REQ'D FOR ALL WALL END
ROOF SHEATHING PER STRUCT.

FIN. FLR. EL.= 100'-0"

FINISH GRADE

T.O. TRIM = 104'-4"

ALUM. WDW SYS. PER SPEC.

T.O. ROOF
EL. = VARIES

PREFIN. METAL FASCIA

GLU. LAM. BEAM PER
STRUCT.

ALUM. WDW SYS. PER SPEC. STL. LINTEL PER STRUCT.

3/4" T&G SOFFIT ON
1X2 FURRING STRIPS @
16" O.C.

3/4" T&G SOFFIT ON
1X2 FURRING STRIP
@ 16" O.C.

TAPERED FOAM

LVL BLOCKING
BOTH SIDES

LVL OUTLOOKER PER STRUCT.

3/4" T&G SOFFIT

PREFIN. METAL FASCIA
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 2
0
1
2

5/8"
3 1/4"

4"
1/2" 1 3/8"

3 5/8"

5/8"

7 1/4"

1/2"

3"

6 5/8"4 1/2"4 1/2" 6 5/8"

1'-0"

7 1/4" 2"

2 3/4"

7 1/4"

7 3/4"
1 1/2"

6
 3
/
4
"

1
/
2
"

1
'-
0
"

1
/
8
"

1/2" 1'-0"

6
 3
/
4
"

7 1/4"

2" 2'-0" 2"

2'-4"

3 5/8"
1 1/8"

1/2" 7 1/4" 5/8"

1/2"
1 1/2"

4 1/2" 6 5/8"

2
"

1
'-
1
 7
/
8
"

4
 1
/
2
"
2
"
3
 5
/
8
"
2
"

15 # FELT WATER BARRIER

1/2" OSB SHEATHING

BLOWN IN CELLULOSE
INSULATION

5/8" GYP. BOARD

VAPOR BARRIER

2x4 WOOD STUDS
AT 16" O.C.

TYVEK AIR BARRIER

BRICK VENEER

FOAM INSULATION

EAST ENTRY OVERHANG DTL.

A8.4 1-1/2" = 1'-O"

1 EAST ENTRY OVERHANG DTL.

A8.4 1-1/2" = 1'-O"

2

112'-0"

111'-8"

SS BREAK
MTL.

BEYOND

B

SOUTH EAST CORNER DTL. BELOW 111'-8"

A8.4 1-1/2" = 1'-O"

3

B

2

SOUTH EAST CORNER DTL. ABOVE 112'-0"

A8.4 1-1/2" = 1'-O"

4

2

B

NORTH EAST CORNER ENTRY OVERHANG DTL.

A8.4 1-1/2" = 1'-O"

5

TYVEK AIR BARRIER

15 # FELT WATER BARRIER

1/2" OSB SHEATHING

TYVEK AIR BARRIER

15 # FELT WATER BARRIER

1/2" OSB SHEATHING

NORTH EAST CORNER ENTRY OVERHANG DTL.

A8.4 1-1/2" = 1'-O"

6

PREFIN. METAL
FLASHING OVER
STONE WATERTABLE

LINE OF OVERHANG
ABOVE

BREAK MTL. TO MATCH
WINDOW CASING

BLOCKING AS NEEDED

5/8" GYP. BOARD

F.O. CONC. BELOW

2" OVERHANG ABOVE
AND BELOW

TYVEK AIR BARRIER

15 # FELT WATER BARRIER

1/2" OSB SHEATHING

1/2" MORTAR JOINT

5/8" GYP. BOARD

S.S. PANELS

TJI PER STRUCT.

BLOWN IN INSUL.

112'-0"

111'-8"

112'-0"

111'-8"

TYVEK AIR BARRIER

15 # FELT WATER BARRIER

1/2" OSB SHEATHING

SS BREAK
MTL.

5/8" GYP. BOARD

5/8" GYP. BOARD

S.S. PANELS

S.S. PANELS

1/2" OSB SHEATHING

5/8" GYP. BOARD

PREFIN. MTL FLASHING
OVER 2X4's

PREFIN. MTL FLASHING OVER
STONE WATERTABLE

BLOCKING
AS NEEDED

2x8

2x6

2x8

PREFIN. METAL
FLASHING OVER
2X4's

-

A-

FRONT ENTRY VESTIBULE COLUMN DTL.

A8.4 1-1/2" = 1'-O"

8STORE FRONT TO DOUBLE 2x4 EXT. WALL

A8.4 1-1/2" = 1'-O"

7

5/8" GYP. BD.

TYVEK AIR BARRIER

15 # FELT WATER BARRIER

1/2" OSB SHEATHING

F.O. FOUNDATION

(2) 2X4 WOOD
STUDS @ 16" O.C.

V.B 3" FOAM INSULATION

4" BLOWN IN CELLULOSE
INSULATION

VAPOR BARRIER

BRICK VENEER

RENAISSANCE MASONRY UNIT

MASONRY CAP ABOVE

1 1/8" AIR GAP

1 1/4" PREFIN. WOOD

WOOD COLUMN PER STRUCT.

AIR/FINGER SPACE

9 EXTERIOR WALL DETAIL

A8.4 1-1/2" = 1'-O"

VARIES

RAISED ACCESS FLOOR
PANEL SYSTEM AS OCCURS

GRID

DATA CONDUITS
AS OCCUR

RAISED ACCESS FLOOR
PANEL SYSTEM

FLOOR PANEL SUPPORTS
AS OCCURS

CONCRETE / METAL DECK
STRUCT. FLOOR SLAB
PER STRUCTURAL

FLOOR GRILL & BOOT AS
OCCURS - REF. MECH. DWGS.

RAISED FLOOR
PANEL SUPPORTS
AS OCCURS

GRID

MECH. UNIT AS
OCCURS - REF.
MECH. DWGS.

CONCRETE / METAL DECK
STRUCT. FLOOR SLAB PER
STRUCTURAL

CONC. / METAL DECK
STRUCT. FLOOR SLAB
PER STRUCTURAL

FIRE STOP SEALANT PER
MECH. DRAWINGS

FIRE RATED DAMPER PER
MECH. DRAWINGS

RAISED ACCESS FLOOR
PANEL SYSTEM

RAISED FLR. PEDISTAL
SUPPORT AS OCCURS

DUCTWORK PER MECH.

4"

10 RAISED FLOOR DETAIL

A8.4 1-1/2" = 1'-O"

11 RAISED FLOOR DETAIL

A8.4 1-1/2" = 1'-O"

12 RAISED FLOOR DETAIL

A8.4 1-1/2" = 1'-O"
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